Introduction
The industrial development of solar photovoltaic technology has attracted investors and for several governments they are a priority in terms of public policies. According to the International Energy Agency, the forecast demand for photovoltaic systems is expected to grow considerably in the following years, from 21 GW in 2011 to 126 GW in 2020, there is around 22.0% per year. This analysis encompassing regional and global trends shows a greater increase of clean energy in comparison with fossil fuel-based technologies [1] [2] [3] .
It is estimated that photovoltaic (PV) systems will supply 16% of the world demand by 2050, reducing CO 2 equivalent emissions to the atmosphere by 2300 million ton per year. This will occur if there is technology development, cost reduction and industrial production increase for mass use in the next decade. There is also the perspective that the system might become competitive with the power network in some regions by 2020 [2] .
The Brazilian normative resolution 482, of 17 April 2012, of the Electrical Energy State Regulatory Agency-ANEEL established the net metering tariff system, i.e., the energy consumed by a consumer In Figure 1 , α is the acceptance angle, ψ is the channel angle, A is the collector-opening width, B is the PV module/absorber base width, H is the length of the side of concentrator, δ is the opening angle of the V-troughs and ξ is the prototype inclination [18] [19] [20] . Table 1 lists the physical characteristics of the prototypes. 
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Energies 2015, 8, In Figure 1 , α is the acceptance angle, ψ is the channel angle, A is the collector-opening width, B is the PV module/absorber base width, H is the length of the side of concentrator, δ is the opening angle of the V-troughs and ξ is the prototype inclination [18] [19] [20] . Table 1 lists the physical characteristics of the prototypes. The PV system was built using specular anodized aluminum mirrors (Lucchi, Sao Paulo, Brazil) with 0.3 mm thickness, 86% total reflection TR 2, 12% diffuse reflection and low iridescence [21] .
Pyranometers were used for measurement of global solar radiation on horizontal and inclined planes, CMP3 model (Campbell Scientific, Logan, UT, USA), with frequency bands of light spectrum between 310 to 2800 nm, [22] . Table 1 . Physical characteristics of the V-trough type prototype with and module or prototype without radiation concentrators.
Parameter
Prototype with Concentrator (P WC ) System weight (modules, and concentrator) (kg)~8~1.2
Prototype without
Mirror area of system concentrator (m 2 )~1.5 -A potentiometer (0 to 100 Ω) was used as load for generation determination of current signal and voltage. A prototype with radiation concentrator (P WC ) was used for the load variation in field test, while a system without radiation concentrator (P WoutC ) was used as the standard.
The thermal image of the studied PV systems was recorded using an infrared i-series high resolution, thermo-graphic camera (Flir Systems, Portland, OR, USA) with 0.1˝C thermal sensibility at 25˝C [23] . The temperature of the concentrators, on the front and back parts of the modules was also measured with a portable digital thermometer, model Kiltherm 500 (Cotergavi, Santa Cecilia, Sao Paulo, Brazil) [24] .
Instrumentation
To evaluate the behavior of the PV modules, instrumentation was carried out using 1-wire™ technology (Dallas Semiconductor, Dallas, TX, USA). A portable weather station connected to a microcomputer through 1-Wire/USB adapter was used, measuring the following variables: (i) PV module temperature at five different points, PV module current and voltage and (ii) meteorological variables (wind speed, ambient temperature, relative humidity and solar radiation). Data acquisition occurred from 28 August 2010 to 28 September 2010. Five sensors were attached to the back of the PV modules according to the Figure 2 , in order to record the temperature.
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Instrumentation
To evaluate the behavior of the PV modules, instrumentation was carried out using 1-wire™ technology (Dallas Semiconductor, Dallas, TX, USA). A portable weather station connected to a microcomputer through 1-Wire/USB adapter was used, measuring the following variables: (i) PV module temperature at five different points, PV module current and voltage and (ii) meteorological variables (wind speed, ambient temperature, relative humidity and solar radiation). Data acquisition occurred from 28 
System Assembly and Methodology
The prototype was developed in two stages: concentrators were dimensioned according to size of the 
The prototype was developed in two stages: concentrators were dimensioned according to size of the selected PV module, followed by determination of channel inclination angle. The mirrors were then cut and folded to the proposed form for a radiation concentration ratio of nearly two, and for system cooling which allows atmospheric air convection.
The prototype design considered values for PV module width (B), reflector inclination height (H) and cells area, so that the set volume was the smallest possible.
Solar energy concentration and the sizes of the concentrator for the selected model are described by Equations (1) and (2) , in accordance with [18] :
where C, solar radiation concentration, decimal; n, series of reflections from reflector before reaching radiation PV module, decimal; ψ, channel angle, (˝); α, acceptance angle, (˝); H, length of the side of concentrator, m; and B, PV module or absorber width, m. Figure 3 illustrates the incidence of solar radiation on concentrators and other optical and geometrical characteristics to be considered in PV systems with radiation concentration.
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where C, solar radiation concentration, decimal; n, series of reflections from reflector before reaching radiation PV module, decimal; ψ, channel angle, (°); α, acceptance angle, (°); H, length of the side of concentrator, m; and B, PV module or absorber width, m. Figure 3 illustrates the incidence of solar radiation on concentrators and other optical and geometrical characteristics to be considered in PV systems with radiation concentration. The PV module, according to studies developed by [14, 15, 19, 25] , must be positioned between two concentrators, thus receiving a higher intensity of reflected radiation from each. The number of radiation reflections varies according to the radiation angle of incidence, where θc is the rejection angle, α is the acceptance angle, δ is the opening semi-angle and the tangents Tα and Tc are drawn for the circle passing through the extremities of the PV module. Figure 3 characterizes the PV system with radiation concentrators [13, 15, 25] .
The sizing of the radiation concentrator was done by performing the following:
(i) Determine the solar radiation acceptance angle incident on the PV module; α;
(ii) Evaluate direct and reflected solar radiation, incident on the PV modules; and (iii) Determine the angle from which reflectors stop reflecting, i.e., angle from which the PV module no longer receives solar radiation, θc. The PV module, according to studies developed by [14, 15, 19, 25] , must be positioned between two concentrators, thus receiving a higher intensity of reflected radiation from each. The number of radiation reflections varies according to the radiation angle of incidence, where θ c is the rejection angle, α is the acceptance angle, δ is the opening semi-angle and the tangents T α and T c are drawn for the circle passing through the extremities of the PV module. Figure 3 characterizes the PV system with radiation concentrators [13, 15, 25] .
(i) Determine the solar radiation acceptance angle incident on the PV module; α; (ii) Evaluate direct and reflected solar radiation, incident on the PV modules; and (iii) Determine the angle from which reflectors stop reflecting, i.e., angle from which the PV module no longer receives solar radiation, θ c .
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(i) Tangents T α and T c are drawn for the circle passing through the extremities of the PV module; (ii) Opening semi angle is determined, defined as that perpendicular to the PV module by the reference circle circumference; and (iii) The angles α and θ c are obtained from T α and T c , as indicated in Figure 3 .
The relationship between α, acceptance angle, radiation incident on the PV module and θ c , rejection angle, angle from which the PV module no longer receives solar radiation, is given by Equation (3), according to [15] :
where θ c is the ejection angle, angle from which the PV module no longer receives solar radiation, (˝); α is the acceptance angle, radiation incident on the PV module, (˝); and δ is the opening semi-angle, (˝).
The relationship between the angular acceptance α and θ c , as cited by [15] , necessary to avoid radiation losses requires that α + δ < π/2 and φ < π/4, with values |θ in | < α. It was noticed that as the angular acceptance decreases, the value of the angle at which the reflectors stop reflecting, θ c , increases, indicating that the PV module will not receive any more radiation on its surface.
It is important to observe the following characteristics of the radiation concentrator [15, 25] : factor of radiation concentration, acceptance angle (for lower values, higher concentrations), sensibility to concentrator alignment errors (which may lead to non-uniform radiation of PV module), concentrator area and mean reflection number. The 1.077 mˆ2.258 m aluminum structure was built so that the PV modules with concentrators were arranged in such a way that the channel angle was maintained.
The concentrator design has the following characteristics:
i) Solar radiation concentration ratio on surface of the PV module/absorber of approximately two, i.e., the concentration factor, C, was around two; ii) Use of specular aluminum with high reflection coefficient rate, exceeding 86%; iii) Assembly of the PV module and concentrator set forming channels or ducts that allow air circulation, in order to permit passive cooling of the PV module and concentrator set; and iv) Need for seasonal positioning adjustments, to avoid shading.
According to [18] radiation and reflection uniformity losses should be observed, which vary according to the channel design. For channel angles lower than 20˝, solar radiation incidence on the absorbing surface is not uniform and requires a larger area for the concentrator; however, greater energy conversion efficiency is obtained in comparison with channel angles higher than 40˝.
Selection of the concentrator geometrical characteristics was performed based on determination of the maximum yield of solar radiation conversion into electric energy by the PV module and concentrator set. The characteristics of the concentrators compared were: PV module width (B), length of the side of concentrator (H) and trough angle that are given by Equations (1) and (2) .
The studied trough angles were 10˝, 20˝, 30˝and 40˝. The concentrators built with these angles were denominated P WC I, P WC II, P WC III and P WC IV, respectively. For each built concentrator model characteristic curves were determined, i.e., voltage versus current curve for each radiation concentrator and solar PV module set.
Reflection originating from a mirror or reflecting surface, used as optical mechanism to concentrate solar energy, depends on the incident light wave length, material used for reflection, surface conditions and incidence angle. The characteristic quality parameters are reflectance, roughness, undulation, form and alignment. External agents that may cause changes to the expected results of these systems are temperature, solar radiation and wind [13, 14, 26] .
According to [19, 25, 26] , two conditions should be met: the concentrator must be ideally specular so that the PV module is uniformly radiated, maximizing PV module efficiency and no ray should suffers more than one reflection so not to lose energy intensity from solar radiation. The relationship between incident radiation, R inc , and the normal radiation intensity on the concentrator surface, R nor , is given by Equation (4), [15] :
R inc " R nor`2 R norˆγˆc osδ (4) where: R inc , incident radiation, W¨m´2; R nor , normal radiation intensity on the concentrator surface, W¨m´2; and γ, reflectivity of side wall reflectors in the V-troughs, decimal.
Performed Tests
In the present study, preliminary tests were carried out with clear sky conditions, cloudless. The ambient temperature, solar radiation and wind speed conditions met the requirements determined for standard test conditions, i.e., solar radiation around 1000 W¨m´2, ambient temperature around 25˝C and wind speed around 1.5 m¨s´1 [27] .
The prototype with concentrator, P WC , was exposed to radiation with data acquisition every one minute for voltage, PV module temperature, solar radiation on horizontal and inclined plans, rainfall, wind direction and speed and relative humidity. The sampling period presented in this study was five randomly chosen days from the collected data that met the standard test conditions.
Determination of the moments for the preliminary tests considered the period when the optical air mass was 1.5 AM. This procedure was performed in order to reduce the influence of spectral distribution of solar radiation incident on the absorbing surface on the results [28] . The SunPlot 3D Program was used to determine the preliminary test moments. This program is part of the package Solar Design Studio 5.0 , Maui software (Maui Solar Energy Software, Gaithersburg, MD, USA). The input data to determine the solar hour, azimuth and prototype inclination regarding the horizontal plane for realization of tests were the test dates, latitude and longitude of the location.
Characteristic current/voltage (IˆV) and power/voltage (PˆV) curves were determined with the collected data, using a potentiometer, voltmeter, ammeter and global radiation sensors (pyranometer) [27] . The relationship between solar radiation conversion efficiency into electric energy and the PV module temperature was determined by Equation (5) (where * means nominal conditions) [9] :
where: η el , efficiency of solar into electric energy, %; η re f , efficiency of solar into electric energy at reference temperature, %; β, temperature coefficient,˝C´1; T Module , PV module temperature,˝C; and T re f reference temperature, 25˝C. Equation (6) was used to estimate the form or fill factor (F F ) value, indicative of PV module quality, where proximity of the value to one indicates better module performance, i.e., the PV module presents higher conversion efficiency [9] :
where: F F , form factor, decimal; V oc , open circuit voltage, V; I sc , short circuit current, A; V M , maximum power voltage, V; and I M , maximum power current, A. And Equation (7):
where: η module , module efficiency, %; A, module area, m 2 ; I sc , short circuit current, A; and R, global solar radiation, W¨m´2. The Equations (8) and (9) were used to estimate the variation of the short circuit current, I sc , the open circuit voltage, V oc with the solar radiation and the temperature (where * means nominal conditions) [9, 29] :
where: R, global solar radiation, W¨m´2; α, temperature coefficient, %¨˝C´1, and T Module , module temperature,˝C.
V oc " Vo c`Vtˆl n I sc Is c´β pT Module´Tre f q
and Equation (10):
where: N s , number of associated cells in series in the module; m, ideality factor, dimensionless; K, boltzman constant, J¨K´1; T, module temperature,˝C; and e, electron charge, C. The influence of temperature on efficiency of the prototypes was statistically evaluated using the t-test at 5% probability.
Equation (11) were used to evaluate the short circuit current and diode saturation as a function of the current density and area, respectively, in both cases: with and without radiation concentration for the prototypes:
I sc " A cˆJsc (11) where: I sc , short-circuit current, A; A c , total cell area, m 2 ; and J sc , density of short-circuit current, A¨m´2.
Economic Analysis
An economic analysis for the expected life was performed for the four photovoltaic systems: (i) with and (ii) without energy storage; and with (iii) and without (iv) the solar radiation concentrator. For the economic analysis both the NPV (Net Present Value) and IRR (Internal Rate of Return) were calculated. The hypothesis tested was that photovoltaic systems with a solar radiation concentration ratio of approximately two are less expensive than those without concentration.
The economic analysis was used to estimate and assess the projects based on the economic indicators NPV and IRR for the four scenarios described below: (i) photovoltaic systems with concentrators and batteries; (ii) photovoltaic systems with concentrators and without batteries; (iii) photovoltaic systems without concentrators and with batteries; and (iv) photovoltaic systems without concentrators and without batteries.
The results for these indicators allowed for assessing the real potential for return on investment according to the parameters considered in the sensitivity analysis, such as initial capital, opportunity cost, increased energy costs above inflation, cost of energy and CO 2 emissions reduction equivalent credit value on the financial market. In this study CO 2 emissions reduction equivalent credit value was named-carbon credit value.
Results and Discussion

Prototype Design
The main goal of the prototype design was to optimize the amount of electrical energy generated by the photovoltaic PV module with the concentrator in kWh¨kW p´1 . Furthermore, the volume of the prototype was minimized, in order to minimize the area required for installation of the prototype.
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(i) Equations (1)- (4) were used in the design process. These equations correlate nine variables and/or parameters; (ii) Two of the parameters were assumed to be given values, i.e., n = 1 and B = length of the side of module; (iii) The incident solar radiation on the PV module, R nor , was considered to be that correspondent to those of the three locations simulated; (iv) Two of the following three parameters were assumed per simulation (C, ψ and α). The intervals allowed for varying these three parameters were: C [0.57 to 2.53 radiation concentration ratio], ψ [0˝to 30˝] and α [0˝to 27.94˝]. In the simulation process C, ψ, and α varied by steps of 0.5˝, 10˝and 5˝, respectively; (v) The remaining parameters were calculated including H, θ c , δ and the one parameter that was not assumed in the previous step. For example: if C and ψ were assumed in the simulation then H, θ c , δ and α were calculated by Equations (1-4); (vi) Then the PV module productivity, p, in kWh¨kW p´1 was calculated; (vii) In the case that the two designs have the same maximum p, selection was based on that which presented the minimum volume, since it requires the minimum area for prototype installation.
The simulation result limits were: Figure 4 illustrates power versus voltage in the prototypes for the studied systems P WC I, P WC II, P WC III, P WC IV as shown in Table 2 . It indicates that P WC II (20˝channel angle) obtained better performance than the other systems, P WC I, P WC III and P WC IV. Models P WC III and P WC IV presented better results than P WoutC . The PV power at solar noon of model P WC I was inferior to the other topologies. Results indicated that the best performance was obtained with the V-trough type concentrator, with 20˝channel angle.
Physical Structure and Characteristic Parameters of Prototypes with and without Concentrator
Energies 2015, 8 10 Figure 4 illustrates power versus voltage in the prototypes for the studied systems PWC I, PWC II, PWC III, PWC IV as shown in Table 2 . It indicates that PWC II (20° channel angle) obtained better performance than the other systems, PWC I, PWC III and PWC IV. Models PWC III and PWC IV presented better results than PWoutC. The PV power at solar noon of model PWC I was inferior to the other topologies. Results indicated that the best performance was obtained with the V-trough type concentrator, with 20° channel angle. The analysis of the concentrator resistance during field tests did not use the finite element method. However, during testing the concentrators of greater height suffered from the hampering action of the wind and the test results indicate that concentrators in structures with those dimensions would not resist the actions of nature for a longer time. Table 2 shows the relationship between the channel angle and length of the side of concentrator determined for the concentrator according to Equations (1) and (2). Table 2 . Relation between channel angle and concentrator length for the studied systems.
Prototype Channel Angle (°)
Length of the Side of Concentrator, H (m) P WC I 10 0.475 The analysis of the concentrator resistance during field tests did not use the finite element method. However, during testing the concentrators of greater height suffered from the hampering action of the wind and the test results indicate that concentrators in structures with those dimensions would not resist the actions of nature for a longer time. Table 2 shows the relationship between the channel angle and length of the side of concentrator determined for the concentrator according to Equations (1) and (2). It is believed that the concentrator length, H, in P WC I, the largest of the systems and also measured 0.3 mm thick, impaired the structure, which did not hold up well to wind speed variations, resulting in non-uniform concentration of solar energy on the PV module surface and greater shading factor. Therefore, it is necessary to mechanically reinforce the prototype P WC I for better wind resistance.
Based on these results, it was defined that the PV prototype with concentrator model P WC II would be tested in more detail. The electric power curve was then constructed, generating points every hour of the day for P WC II and P WoutC , Figure 5 . Solar radiation on the presented day varied between 471.46 W¨m´2 and 1050 W¨m´2 during the tests. When analyzing Figure 6 it is noticed that for a higher acceptance angle, α, there is a decrease in the When analyzing Figure 6 it is noticed that for a higher acceptance angle, α, there is a decrease in the radiation concentration factor, C. Furthermore, for an acceptance angle α above 7.5° the radiation When analyzing Figure 6 it is noticed that for a higher acceptance angle, α, there is a decrease in the radiation concentration factor, C. Furthermore, for an acceptance angle α above 7.5˝the radiation concentration ratio was very similar for the trough angles ψ = 10˝and ψ = 20˝.
For the conditions simulated the optimum design characteristics were: ψ = 20˝, α = 19.7˝, δ = 10˝, θ c = 39.7˝, H = 0.245 m, B = 0.352 m, C = radiation concentration factor 1.53, n = 1 and R n = local radiation. These results are in accordance with those obtained by [18] .
Radiation Uniformity
According to Equation (3) and Figure 3 , in order to have radiation uniformity the following two conditions must be met: α + δ < π/2 and δ < π/4. These conditions were always satisfied in the simulations.
To avoid radiation losses the angle |θ c | < α. In this case, the solar radiation incident angle should be |θ c | < α, hence the PV module may have direct and reflected radiation, but for |θ c | > α the PV module will not have direct and reflected radiation [15, 25] .
The photovoltaic system with concentrator was designed without metal sheets on the back of the PV modules, considering that in the experimental preliminary tests the temperature values of the PV modules did not vary significantly when they were inserted, Figure 7 .
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Final Productivity
In this manuscript the final productivity was estimated according to [30, 31] , considering that the degradation process occurs in two stages: in the first year the degradation rate is around 1% to 3%, while in subsequent years is approximately 0.5% to 1.0% per year, described below in Table 3 and Figures 8 and 9. 
In this manuscript the final productivity was estimated according to [30, 31] , considering that the degradation process occurs in two stages: in the first year the degradation rate is around 1% to 3%, while in subsequent years is approximately 0.5% to 1.0% per year, described below in Table 3 and Figures 8 and 9 . Degradation rate for the planning horizon of 25 years for systems with and without concentrator: (1st year~3%) and (2nd to 25th~0.5%) [30, 31] . , for a system with and without concentration after 25 years was 86%. Evaluating the degradation percentage cited by the authors, and adding the initial productivity to percentage gains from the concentration of solar radiation in the prototypes, it is a device able to increase productivity and contribute to a reduction in initial investment of the system, Figure 9 . , for the cities of Vicosa (Brazil), Belo Horizonte (Brazil), Florianopolis (Brazil) and New York (USA), considering the effect of degradation during 25 years for systems with radiation concentration.
Analysis of the Data Collected
Environmental Conditions and Electrical Characteristics
Data collected during the preliminary tests and instrumentation period was used for analysis of the performance of the photovoltaic system with and without radiation concentrator. During the experiments, it was possible to observe the radiation variation due to the presence of clouds or other events than according to [28] lead to radiation reduction during the day. Tables 4 and 5 The results in this case indicate that the final yield percentage in kWh¨KW P´1 , for a system with and without concentration after 25 years was 86%. Evaluating the degradation percentage cited by the authors, and adding the initial productivity to percentage gains from the concentration of solar radiation in the prototypes, it is a device able to increase productivity and contribute to a reduction in initial investment of the system, Figure 9 . , for a system with and without concentration after 25 years was 86%. Evaluating the degradation percentage cited by the authors, and adding the initial productivity to percentage gains from the concentration of solar radiation in the prototypes, it is a device able to increase productivity and contribute to a reduction in initial investment of the system, Figure 9 . , for the cities of Vicosa (Brazil), Belo Horizonte (Brazil), Florianopolis (Brazil) and New York (USA), considering the effect of degradation during 25 years for systems with radiation concentration.
Analysis of the Data Collected
Environmental Conditions and Electrical Characteristics
Data collected during the preliminary tests and instrumentation period was used for analysis of the performance of the photovoltaic system with and without radiation concentrator. During the experiments, it was possible to observe the radiation variation due to the presence of clouds or other events than according to [28] lead to radiation reduction during the day. Tables 4 and 5 present the solar data and environmental conditions during the preliminary field tests. 
Analysis of the Data Collected
Environmental Conditions and Electrical Characteristics
Data collected during the preliminary tests and instrumentation period was used for analysis of the performance of the photovoltaic system with and without radiation concentrator. During the experiments, it was possible to observe the radiation variation due to the presence of clouds or other events than according to [28] lead to radiation reduction during the day. Tables 4 and 5 present the solar data and environmental conditions during the preliminary field tests. Table 6 shows the preliminaries results for both prototypes with and without radiation concentrators: voltage, current, temperature and form factor, as well as their standard deviation. The result was calculated by Equations (6), (8) and (9) for P WoutC , P WC and using the technical parameters of the PV module informed by the manufacturer (form factor: 0.75). The measured values of the form factors, indicative of cell quality, did not vary significantly in the prototypes with concentrators. Figures 10 and 11 describe the behavior of efficiency versus temperature and form factor (Equations (5) and (6)) one of the tests, respectively. The values calculated for efficiency regarding voltage (ηel), using Equation (7), based on the measurements and the manufacturer data for efficiency of the prototypes with and without concentrator were 10.90%, 8.30% and 9.50%, respectively. It is also highlighted, that the electric energy generation in the system with the concentrator was on average 31.3% higher than in the system without the concentrator. The values calculated for efficiency regarding voltage (ηel), using Equation (7), based on the measurements and the manufacturer data for efficiency of the prototypes with and without concentrator were 10.90%, 8.30% and 9.50%, respectively. It is also highlighted, that the electric energy generation in the system with the concentrator was on average 31.3% higher than in the system without the concentrator. The values calculated for efficiency regarding voltage (η el ), using Equation (7), based on the measurements and the manufacturer data for efficiency of the prototypes with and without concentrator were 10.90%, 8.30% and 9.50%, respectively. It is also highlighted, that the electric energy generation in the system with the concentrator was on average 31.3% higher than in the system without the concentrator. Table 7 presents the environmental conditions for the subsequent tests for the prototypes with and without radiation concentrator. The collected data were selected from those on a sample space that would satisfy the meteorological conditions necessary for the tests, from all experimental data only five days satisfied the standard conditions, i.e., solar radiation around 1000 W¨m´2, ambient temperature around 25˝C and wind speed around 1.5 m¨s´1 [27] . Table 7 presents the environmental conditions for the subsequent tests for the prototypes with and without radiation concentrator. The collected data were selected from those on a sample space that would satisfy the meteorological conditions necessary for the tests, from all experimental data only five days satisfied the standard conditions, i.e., solar radiation around 1000 W·m −2 , ambient temperature around 25 °C and wind speed around 1.5 m·s −1 [27] . It was noticed that the weighted average of electric energy generation increase for the system with the concentrator, PWC, compared with the system without the concentrator was 31.3%. The prototype with the concentrator showed at least 30% better performance than that without the concentrator during 55.3% of the sampling period, It was noticed that the weighted average of electric energy generation increase for the system with the concentrator, P WC , compared with the system without the concentrator was 31.3%. The prototype with the concentrator showed at least 30% better performance than that without the concentrator during 55.3% of the sampling period, Table 8 . Table 9 shows the results of the statistical analysis. The collected data were adjusted considering solar radiation equivalent to 1000 W¨m´2. The analyses indicated that the statistical relationship between the system with and without the concentrator was not equivalent. Table 9 . Statistical analysis of average values for the mean open circuit voltage, mean short circuit current and mean electric power output by the Tukey test at 5% probability, data for the prototype with the concentrator, P WC , and prototype without the concentrator, P WoutC , 28 August 2010 to 28 September 2010 [9] . The results followed by the same letter, aa or bb, indicate that the parameters are not statistically different according to Tukey's test at 5% probability.
Subsequent Tests
Treatments
In general, in all tests according to the collected data, voltage in the P WC compared with the P WoutC indicated small variations, while the measured P WC short-circuit current was always higher (Table 9 ). This indicates that the performance of the photovoltaic system with the radiation concentrator obtained better results than the prototype without the concentrator [18] .
The voltage in prototype P WC , compared with P WoutC , was 0.5% lower (Table 9) , indicating no statistical difference by Tukey's test at 5% probability.
The effects of solar radiation and natural convection [32, 33] were those which most influenced heat transmission in the system with the concentrator: ‚ solar radiation absorbed by the PV module (with a seasonal performance, dependent upon PV module inclination angle);
‚ project geometry, in this case, V-type concentrator integrated with the PV module; ‚ prototype orientation to facilitate cooling; ‚ ambient temperature; and ‚ wind speed, among other factors.
Thus, in a stationary state, the air flow induced through the channel is controlled by the balance between the pushing force and the opposite force [20] . The average wind speed was lower than 2.0 m¨s´1, therefore ideal for realization of the experiments according to [27] .
When the maximum temperature of prototype P WC was compared with P WoutC , a significant difference was noticed between averages by the t-test at 5% probability. It is highlighted that during field tests the maximum value for the temperature observed in prototypes with the concentrator was 64˝C, while the average ambient temperature for the city of Vicosa in this period peaked at 33˝C.
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Energies 2015, 8, The average temperatures in the prototypes were: ‚ 3˝C higher in the front part of the PV modules of the prototypes with concentrators, P WC , than in P WoutC ;
‚ 26.2˝C lower on the concentrators than on the PV modules of P WC ; ‚ 0.31˝C higher on the back of the prototype P WC than on the back of P WoutC .
The temperature of the PV modules and their distribution in prototypes were observed and measured by a Flir therm-graphic camera (Flir Systems, Boston, MA, USA). Figure 13 illustrates one of these measurements. Temperature distribution allowed for analysis of possible hot-spots in the prototypes, where in this case it was noticed that the central region of the PV modules reached the highest temperatures.
was noticed between averages by the t-test at 5% probability. It is highlighted that during field tests the maximum value for the temperature observed in prototypes with the concentrator was 64 °C, while the average ambient temperature for the city of Vicosa in this period peaked at 33 °C.
The average temperatures in the prototypes were:
 3 °C higher in the front part of the PV modules of the prototypes with concentrators, PWC, than in PWoutC;  26.2 °C lower on the concentrators than on the PV modules of PWC;  0.31 °C higher on the back of the prototype PWC than on the back of PWoutC.
The temperature of the PV modules and their distribution in prototypes were observed and measured by a Flir therm-graphic camera (Flir Systems, Boston, MA, USA). Figure 13 illustrates one of these measurements. Temperature distribution allowed for analysis of possible hot-spots in the prototypes, where in this case it was noticed that the central region of the PV modules reached the highest temperatures. In this case, the measured temperature values in the concentrators were lower than the temperature in the PV modules, indicating that there was no heat transfer from concentrators to PV modules. Such result suggests that the air flow through the concentrator channels cool the PV system with concentrators.
The conversion efficiency of solar radiation into electric energy was determined according to [33] as a function of the ambient and the generator temperature using silicon cells, Equation (5) . Table 10 shows simulated efficiency values of PV prototypes without concentrators, PWoutC, and with concentrators, PWC, with regards to reference and measured temperature values. The reference conversion efficiency was considered for the temperature of 25 °C.
It is emphasized that not only are the mean temperatures of systems with concentrators higher, but the non-uniformity of temperatures in the PV modules also contributed to reduced efficiency of the studied prototypes when compared with the manufacturer data. In this case, the measured temperature values in the concentrators were lower than the temperature in the PV modules, indicating that there was no heat transfer from concentrators to PV modules. Such result suggests that the air flow through the concentrator channels cool the PV system with concentrators.
The conversion efficiency of solar radiation into electric energy was determined according to [33] as a function of the ambient and the generator temperature using silicon cells, Equation (5) . Table 10 shows simulated efficiency values of PV prototypes without concentrators, P WoutC , and with concentrators, P WC , with regards to reference and measured temperature values. The reference conversion efficiency was considered for the temperature of 25˝C.
It is emphasized that not only are the mean temperatures of systems with concentrators higher, but the non-uniformity of temperatures in the PV modules also contributed to reduced efficiency of the studied prototypes when compared with the manufacturer data. Table 10 . Temperature influence in the module's efficiency for prototypes with and without radiation concentrators [9] . In general, the main disadvantage of solar radiation concentration is the increase operating temperature of the module which results in reduced efficiency. Generated heat must be dissipated so there are not significant decreases in the open-circuit voltage (V oc ). Losses can lead to a reduction in magnitude of the component V versus I, characteristic equation with approximations for silicon modules of 0.30%/˝C to 0.50%/˝C. There occurs an increase in series resistance of the cell, leading to ohm losses, and reductions in power, efficiency and the form factor. The effects are obviously dependent on the solar radiation concentration factor utilized [33, 34] .
A study on series resistance of the PV modules is very important to evaluate system performance, as well as to understand the relationship with current density, J sc , dependent on the solar cell characteristics which are dependent on several physical parameters, such as diffusion coefficient of electrons in semiconductors, lifespan of minority loads, density of intrinsic loads and others [9] .
In this study neither the test to evaluate the influence of series resistance on the short circuit current or the assay to analyze the influence of radiation concentration on system degradation have been carried out. Table 11 presents the measured and estimated values for current density calculated using Equation (11). Table 11 . Measured values for current density.
Prototype
Current Density (mA¨cm´2) P WC 0.6818
Manufacturer data* 0.5337
Source: [17] .
The results shown in Table 11 indicate an increase in short-circuit current density in the prototype with the concentrators. This was due to a higher value for current measured during the tests when compared with the prototype without concentrator. Thus, it was noticed that the system with the concentrators did not cause accelerated degradation during the observed period.
Irradiation in the Selected Cities and Photovoltaic Systems with Concentrators
Results obtained indicated that when using the concentrators with cooling consisting of a continuous metal plate and radiation concentration factor of approximately two, nearly the same efficiency was obtained for the systems without concentrators and those with concentrators when the mono-crystal silicon solar cell area was reduced by 33.5%, corroborating the results obtained in the present study [18] . The present study, on the other hand, worked with photovoltaic modules and not with cells, furthermore, simulated the behavior for different latitudes and cloud rates from those cited in [18] . Figure 14 show the global solar irradiation on the PV solar prototype with (P WC ) and without radiation concentrators (P WoutC ) for Vicosa city (MG, Brazil) [35, 36] . Viçosa has the following geographical coordinates: latitude 20˝28 1 21 11 S and 42˝52 1 54 11 W. It was noticed that the global solar irradiation for the prototype with the concentrators (P WC ) are higher than those for the prototype without concentrator (P WoutC ). Figure 14 show the global solar irradiation on the PV solar prototype with (PWC) and without radiation concentrators (PWoutC) for Vicosa city (MG, Brazil) [35, 36] . Viçosa has the following geographical coordinates: latitude 20°28′21′′ S and 42°52′54′′ W. It was noticed that the global solar irradiation for the prototype with the concentrators (PWC) are higher than those for the prototype without concentrator (PWoutC).
Figure 14.
Global solar irradiation on the PV solar prototype with (PWC) and without radiation concentrators (PWoutC) for Vicosa city (MG, Brazil), [35, 36] . Table 12 contains geographical coordinate, latitude, longitude and altitude, as well as the global irradiation maximum values, data from 1991 to 2010 data for the cities of Vicosa (Brazil), New York (USA), Belo Horizonte (Brazil) and Florianopolis (Brazil), which receive different solar irradiation intensities. The objective was to identify performance variations in systems with the radiation concentrator at different geographical locations [35, 37] . Source: [35, 37] . Figure 15 illustrates global solar irradiation incident on the PV solar system (Equation (4)) for the selected cities, on the solstice day (21 December) [35] [36] [37] . It is noted in Figure 15 that the maximum irradiance measured in New York was around 4 MJ·m , which is about half the value for the cities of Vicosa or Belo Horizonte. Therefore, a radiation concentration ratio of around two, i.e., two suns in New York may have similar effect on the photovoltaic module, absorber, as the same PV module located in the cities of Vicosa or Belo Horizonte, Brazil. Nevertheless, further studies are required since local conditions may also affect system performance. Among the parameters that may influence system performance are: radiation attenuation, clarity index and local temperature. Global solar irradiation on the PV solar prototype with (P WC ) and without radiation concentrators (P WoutC ) for Vicosa city (MG, Brazil) [35, 36] . Table 12 contains geographical coordinate, latitude, longitude and altitude, as well as the global irradiation maximum values, data from 1991 to 2010 data for the cities of Vicosa (Brazil), New York (USA), Belo Horizonte (Brazil) and Florianopolis (Brazil), which receive different solar irradiation intensities. The objective was to identify performance variations in systems with the radiation concentrator at different geographical locations [35, 37] . Source: [35, 37] . Figure 15 illustrates global solar irradiation incident on the PV solar system (Equation (4)) for the selected cities, on the solstice day (21 December) [35] [36] [37] . It is noted in Figure 15 that the maximum irradiance measured in New York was around 4 MJ¨m´2, which is about half the value for the cities of Vicosa or Belo Horizonte. Therefore, a radiation concentration ratio of around two, i.e., two suns in New York may have similar effect on the photovoltaic module, absorber, as the same PV module located in the cities of Vicosa or Belo Horizonte, Brazil. Nevertheless, further studies are required since local conditions may also affect system performance. Among the parameters that may influence system performance are: radiation attenuation, clarity index and local temperature. The direct irradiance on prototypes with and without concentrator, for the studied cities, i.e., Vicosa, Belo Horizonte, Florianopolis and New York, are show on Figures 16 and 17 , [35] .
It can be noted by analyzing the Figures 16 and 17 that the average gain of direct irradiance on the PV module by the use of the radiation concentrator were around 2.6 times higher for the cities studied. It was considered in this analysis, the average days, direct irradiance intermediate values between periods with and without cloudiness ( Figure 16 ) and the clear days ( Figure 17) .
It was concluded that in some regions the use of solar energy concentration mechanisms on the PV prototype may have better performance than in others. Thus the use of a radiation concentrator should be considered as an option for conversion of solar radiation into electric energy since it promotes cost reduction of the system, since it allows for use of a smaller area of PV modules which is one of the costliest system components, but such systems require greater area. The direct irradiance on prototypes with and without concentrator, for the studied cities, i.e., Vicosa, Belo Horizonte, Florianopolis and New York, are show on Figures 16 and 17 [35] .
It was concluded that in some regions the use of solar energy concentration mechanisms on the PV prototype may have better performance than in others. Thus the use of a radiation concentrator should be considered as an option for conversion of solar radiation into electric energy since it promotes cost reduction of the system, since it allows for use of a smaller area of PV modules which is one of the costliest system components, but such systems require greater area. The direct irradiance on prototypes with and without concentrator, for the studied cities, i.e., Vicosa, Belo Horizonte, Florianopolis and New York, are show on Figures 16 and 17 , [35] .
It was concluded that in some regions the use of solar energy concentration mechanisms on the PV prototype may have better performance than in others. Thus the use of a radiation concentrator should be considered as an option for conversion of solar radiation into electric energy since it promotes cost reduction of the system, since it allows for use of a smaller area of PV modules which is one of the costliest system components, but such systems require greater area. The optical system of low solar radiation concentration for photovoltaic systems can attend isolated regions for solar electricity generation, considering that they do not require solar trackers, are inexpensive in relation to high concentration systems and the cost of modules, and they provide an energy gain with concentration [38] .
Economic Analysis of the Systems
Technical and economic viability of these systems must be evaluated in places without area limitation, but with investment restriction.
The economic analysis considered a photovoltaic system with radiation concentrator, performing analyses with and without energy storage in batteries. The photovoltaic system was considered to be located in an isolated region. Table 13 shows the technical parameters of the project, where each PV module has a capacity of 110 Wp.
Two systems were evaluated: system I-system with and without concentrator, with batteries, and; system II-system without batteries, with and without concentrator (with a 30% increase in the cost of the system without concentrator). The optical system of low solar radiation concentration for photovoltaic systems can attend isolated regions for solar electricity generation, considering that they do not require solar trackers, are inexpensive in relation to high concentration systems and the cost of modules, and they provide an energy gain with concentration [38] .
The economic analysis considered a photovoltaic system with radiation concentrator, performing analyses with and without energy storage in batteries. The photovoltaic system was considered to be located in an isolated region. Table 13 shows the technical parameters of the project, where each PV module has a capacity of 110 W p .
Two systems were evaluated: system I-system with and without concentrator, with batteries, and; system II-system without batteries, with and without concentrator (with a 30% increase in the cost of the system without concentrator). The total capital cost ---32,632.21
All cost components were based on the Spain market, 2014. Table 16 shows the values for the year 2014 of NPV (Net Present Value) and IRR (Internal Rate of Return) for the scenarios according to systems I and II, i.e., increased energy cost above inflation (2.00%¨year´1); electricity tariff (0.18 €¨kWh´1); opportunity cost (4.00%¨year´1); carbon credit (8.64 €¨ton CO 2¨y ear´1); system cost (100%). It can be seen in Table 16 that the results of NPV and IRR indicated that the project was not feasible for systems I and II considering the data from this scenario. It is noted that the system with concentrators presented better results for both systems. Table 17 shows the threshold values for economic feasibility of both photovoltaic systems. In Table 17 the following parameters were evaluated in the sensitivity analysis: (i) initial capital; (ii) opportunity cost; (iii) increase in energy cost above inflation; (iv) energy cost; and (v) carbon credit value. When evaluating Table 17 it was noted that system II, without energy storage, was more attractive than system I. Evaluating each of the considered parameters it was found that: ‚ Initial capital: In relation to the scenario considered a reduction of 27.00% and 17.70%
of the initial cost of photovoltaic system without energy storage and with and without the concentrator is needed, respectively, in order to reach economic feasibility. Such reductions are expected to be reached in about three to five years. A systematic reduction in capital costs of photovoltaic system has been observed in the last 15 years or so of about 5% to 6% per year [2] ; ‚ Opportunity cost: In most of the cases simulated, the variation in opportunity cost does not result in feasibility;
‚ Increase in energy costs above inflation: The increase in energy costs above inflation varied from 5.00% to 11.00% per year to reach feasibility. Such values appear too high for stable economies but is not improbable for the Brazilian reality. In 2015 the residential rate in Brazil is expected to increase by about 25% for an inflation of 8% per year, indicating a 15.7% increase above inflation in that year [39];
‚ Energy cost. Brazil already has one of the most expensive electricity rates in the world, and for feasibility this parameter needs to be between 0.27 and 1.80 (€¨kWh´1), which is above the present rate in the country; and ‚ Carbon credit: In the present context, it is not clear that a new agreement on the environment and reduction of emissions will be signed. Nevertheless, the carbon credit market had oscillated like any other asset on the stock market and between 2011 and 2015 it varied from 6.42 to 16.41 €¨ton´1, while the limit values of this parameter were between 31.97 and 143.42 €¨ton´1 to reach feasibility [40] .
It is likely that the time of use of electrical energy tariffs that is planned to be implemented for residential customers in the next years will significantly change the results of the economic analysis, since in some countries like Brazil the ratio between the peak and off peak rates for nonresidential customers can exceed three fold.
Conclusions
The purpose of this research was to contribute with information about making systems for conversion of solar energy into electric energy more economical. For this purpose, the use of flat and fixed radiation concentrators was investigated. The main conclusions of this research were:
(i) There is the influence of geographical location and climatic characteristics;
(ii) The average temperatures in the prototypes were: 3˝C higher on the front of the PV modules of the prototypes with concentrators, P WC , than in the prototypes without concentrators, P WoutC ; 26.2˝C lower on the concentrators than in the PV modules of PWC; and 0.31˝C higher on the back of the prototype PWC than on the back of P WoutC . This was not expected. It is believed that passive cooling depends on the geometry of concentrator, V-trough; (iii) The photovoltaic concentrator systems require a larger area for installation, which is around three times larger than the area for the system without concentrators. Thus, one can obtain a reduction in the initial cost, since the required area of the PV modules is around 31.3% smaller in systems with radiation concentrator, than in the ones without it.
For future studies it is suggested: (i) to investigate the degradation of systems with concentrators regarding temperature increase and geographical location; (ii) to evaluate energetically and economically, the possibility of selling excess energy in micro grids and to the electric power system; (iii) to evaluate aesthetic and architectural aspects of radiation concentrators when used on building facades and rooftops; (iv) to evaluate application in hybrid systems, combining one or more energy sources, such as: PV, wind, diesel, biogas, hydraulic or thermal; (v) to evaluate the influence of time of use rates on economic analysis of the use of solar concentrators with and without batteries, and finally; (vi) to evaluate the use of solar trackers with low solar radiation concentration systems.
